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A. EXECUTIVE SUMMARY 

On June 22 and 23, 2021, the Federal Occupational Health (FOH) inspection team conducted asbestos air sampling 
throughout the Chet Holifield Federal Building located at 24000 Avila Road in Laguna Niguel, California (GSA 
Building Number: CA0521SS). Air sampling was conducted to verify that airborne fiber levels were at appropriate 
levels. Air samples were collected in common areas, storage rooms, file rooms and in occupied office spaces 
throughout the building. A total of seventy-four (74) air samples, four lab blanks and eight field blanks were collected 
and submitted for analysis using Transmission Electron Microscopy (TEM).  

There are no current EPA regulations for general area air sampling and no regulatory action levels for direct 
comparison of airborne asbestos levels; however, the US Environmental Protection Agency (EPA) has regulations 
for area air sampling within containment after an asbestos abatement action has been completed. When performing 
general area asbestos air sampling, FOH compares the results to the EPA regulations.  

Laboratory analysis indicated fiber levels for all samples to be less than 17 structures per millimeter squared (17 
s/mm2). In structures per cubic centimeter (s/cc) the results ranged from <0.0040 to <0.0050 s/cc of air.   

For TEM AHERA samples, EPA uses the clearance level of 70 s/mm2 after asbestos removal has been completed. 
This is the level at which EPA considers the space appropriate to return to general occupancy. Analytical results 
of all air samples indicate that asbestos concentrations were below the EPA clearance level of 70 s/mm2. The 
Memorandum of Agreement (MOA) between the General Services Administration (GSA) and the US Citizenship 
and Immigration Services (USCIS) dated February 15, 2017 states that results less than 0.005 s/cc are considered 
acceptable. All results from the air sampling were less than 0.005 s/cc of air.  
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B. INTRODUCTION 

On June 22 and 23, 2021, U.S. Public Health Service, Federal Occupational Health, inspection team members, 
Missy Waldman, Robert Gates and Ramona Ines conducted asbestos air sampling at the Chet Holifield Federal 
Building located at 24000 Avila Road, in Laguna Niguel, California (GSA Building Number: CA0521SS). Air 
samples were collected in common areas, storage rooms, file rooms and office spaces occupied by government 
agencies within the above referenced structure.  A total of seventy-four (74) air samples, four lab blanks and eight 
field blanks were collected and analyzed for asbestos fibers using transmission electron microscopy (TEM) by 
EMSL Analytical, Inc. locations in San Leandro, California, South Pasadena California and Huntington Beach, 
California.   

The Chet Holifield Federal Building is a United States Government Building managed by the General Service 
Administration and is occupied by government agencies. The 7-story pyramidal form building was constructed 
between 1967 and 1971 and is approximately 1,000,000 square foot in size. It is constructed of angled, painted, 
pre-cast concrete panels with reticulation, a textured finish that displays curvilinear forms and recessed anodized 
aluminum windows. The building has a concrete frame and the lateral force-resisting system consists of concrete 
shear walls and single-level concrete moment frames. This office space has carpeted and tiled floors, painted-
sheetrock walls, drop ceilings, and the supply air is ducted while the return air is transported via the plenum area 
above the ceiling. 

Before the survey, an opening conference was held with GSA Senior Property Manager Sherry Hutchinson, to 
discuss the procedures and the locations of the air sampling.  

C. METHODS 

Air sampling was conducted by drawing a known volume of air through a filter using flow-controlled pumps that 
were each pre and post calibrated. Calibration was made by using a Bios Defender 520 Primary Flow Calibrator, 
with a representative sampler in line. The filter media used was 0.45-micron pore-size mixed cellulose ester filter 
with backup pad. Each sample was collected open-faced in a 25-millimeter non-conducting cassette. Each sample 
was collected at breathing zone height. The samples were collected for approximately 2 hours and a sufficient 
volume of air was collected to meet the required limit of quantification for TEM analysis as well as meet the 
optimum fiber loading on the filter. Air samples were collected from common areas, storage rooms, file rooms 
and in occupied office spaces. A total of seventy-four (74) air samples, four lab blanks and eight field blanks were 
collected and analyzed for asbestos fiber concentrations using AHERA TEM. All samples were analyzed by 
EMSL Analytical, Inc. locations in San Leandro, California, South Pasadena California and Huntington Beach, 
California.  All laboratories are accredited by the American Industrial Hygiene Association (AIHA). 

D. RESULTS 

Laboratory analysis indicated fiber levels for all samples to be less than 17 structures per millimeter squared (17 
s/mm2). In structures per cubic centimeter (s/cc) the results ranged from <0.0042 to <0.0050 s/cc of air.   

Complete laboratory results can be found in Section F-Supporting Documents of this report.  

E. DISCUSSION AND RECOMMENDATIONS 

There are currently no regulations for general area air sampling for asbestos and no regulatory action levels by 
which results may be directly compared. The US Occupational Safety and Health Administration (OSHA) has 
regulations for worker exposure which entails sample collection by placing the sampling device in the employee’s 
breathing zone. However, this was not the case and therefore FOH will not compare the area sampling results to 
the OSHA PEL of 0.10 fibers per cubic centimeter. The US EPA has regulations for area air sampling within 
containment after an asbestos abatement action has been completed. When performing general area asbestos air 



sampling, FOH compares results to the EPA regulations. There are some differences in the method of collection 
since FOH did not collect the samples in containment, but the clearance level is the same. 

For TEM samples, EPA uses the clearance level of 70 s/mm2 after an asbestos removal has been completed. This 
is the level at which EPA considers the space appropriate to return to general occupancy. All of the samples 
collected by FOH have levels less than 70 s/mm2.  

The MOA between GSA and USCIS states that results less than 0.005 s/cc of air are considered acceptable. All 
sample results from this sampling event were less than 0.005 s/cc of air. 

For any work that is conducted above the ceiling and in the plenum area, FOH recommends that such work be 
completed after hours while utilizing a negative pressure mini-containment to minimize occupant impact and 
contain any settled dust that may be disturbed.   

F. SUPPORTING DOCUMENTS 

The following supporting documents are attached to the report: 

 Laboratory Report/Chain of Custody (24 pages) 



EMSL Analytical, Inc.
200 Route 130 North Cinnaminson, NJ  08077

Tel/Fax: (800) 220-3675 / (856) 786-5974

http://www.EMSL.com / cinnasblab@EMSL.com

EMSL Order: 042115323

Customer ID: EAFI66A

Customer PO: 020.01474

Project ID:

Attention: Lynda McDermott Phone: (978) 688-3736

USPHS/Federal Occupational Health Fax:

JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM

Room E-110 Analysis Date: 06/29/2021 - 06/30/2021

Boston, MA  02203 Collected Date: 06/22/2021

608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA / FOH Chet Holifield 

Quarterly Air Sampling Project / Federal Building

Project:

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by 

EPA 40 CFR  Part 763 Appendix A to Subpart E

Sample Location

Asbestos

Concentration

(S/cc)(S/mm²)

Analytical 

Sensitivity

(S/cc)≥5μ≥0.5μ < 5μ

#StructuresAsbestos 

Type(s)

Non 

Asb

Area 

Analyzed

(mm²)

Volume

(Liters)

2-33-2200 Floor 2 - CIS - 2200 - 

Cubicle 22252

 1364.82 0.0630 0 None Detected 0 0 0.0045 <16.00 <0.0045

042115323-0001

2-34-2200 Floor 2 - CIS - 2200 - 

Kitchenette next to 22684

 1334.84 0.0630 0 None Detected 0 0 0.0046 <16.00 <0.0046

042115323-0002

2-36-2504 Floor 2 - CIS - 2504 - 

Malibu Conf. Room

 1316.55 0.0630 0 None Detected 0 0 0.0046 <16.00 <0.0046

042115323-0003

2-37-2500 Floor 2 - CIS - 2500 - 

Outside Office 25124

 1309.85 0.0630 0 None Detected 0 0 0.0047 <16.00 <0.0047

042115323-0004

2-39-2405 Floor 2 - CIS - 2405 - 

Pacific Palisades Training 

Room

 1301.41 0.0630 0 None Detected 0 0 0.0047 <16.00 <0.0047

042115323-0005

2-40-2300 Floor 2 - CIS - 2300 - 

Outside Deposit Room B

 1307.39 0.0630 0 None Detected 0 0 0.0047 <16.00 <0.0047

042115323-0006

2-42-2300 Floor 2 - CIS - 2300 - 

Adjacent to Aisle 02A

 1295.58 0.0630 0 None Detected 0 0 0.0047 <16.00 <0.0047

042115323-0007

2-43-2300 Floor 2 - CIS - 2300 - 

Copier Area 23056

 1278.55 0.0630 0 None Detected 0 0 0.0048 <16.00 <0.0048

042115323-0008

2-44-2300 Floor 2 - CIS - 2300 - 

Mailroom near Fire Alarm

 1270.01 0.0630 0 None Detected 0 0 0.0048 <16.00 <0.0048

042115323-0009

3-48-3101 Floor 3 - WRO - 3101 - 

Training Room

 1426.80 0.0630 0 None Detected 0 0 0.0043 <16.00 <0.0043

042115323-0010

4-24-4105 Floor 4 - WRO - 4105 - 

Outside Cubicle Ambriz

 1402.83 0.0630 0 None Detected 0 0 0.0044 <16.00 <0.0044

042115323-0011

6-69-6160 Floor 6 - WRO - 6160 - NE 

Office

 1337.18 0.0630 0 None Detected 0 0 0.0046 <16.00 <0.0046

042115323-0012

6-70-6060 Floor 6 - 6060 - Corridor  1299.54 0.0630 0 None Detected 0 0 0.0047 <16.00 <0.0047

042115323-0013

1-25-Mail Rm Floor 1 - Mail Room at 

1-D-16

 1252.48 0.0630 0 None Detected 0 0 0.0049 <16.00 <0.0049

042115323-0014

1-21-1640C Floor 1 - 1640C - Corridor  1230.39 0.0630 0 None Detected 0 0 0.0050 <16.00 <0.0050

042115323-0015

1-20-AHU Floor 1 - AHU 1-1  1235.43 0.0630 0 None Detected 0 0 0.0049 <16.00 <0.0049

Initial report from: 06/30/2021 10:20 AM

ASB_TEMAHERA_0004_0001 Printed: 6/30/2021 10:20:31AM Page 1 of 2



EMSL Analytical, Inc.
200 Route 130 North Cinnaminson, NJ  08077

Tel/Fax: (800) 220-3675 / (856) 786-5974

http://www.EMSL.com / cinnasblab@EMSL.com

EMSL Order: 042115323

Customer ID: EAFI66A

Customer PO: 020.01474

Project ID:

Attention: Lynda McDermott Phone: (978) 688-3736

USPHS/Federal Occupational Health Fax:

JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM

Room E-110 Analysis Date: 06/29/2021 - 06/30/2021

Boston, MA  02203 Collected Date: 06/22/2021

608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA / FOH Chet Holifield 

Quarterly Air Sampling Project / Federal Building

Project:

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by 

EPA 40 CFR  Part 763 Appendix A to Subpart E

Sample Location

Asbestos

Concentration

(S/cc)(S/mm²)

Analytical 

Sensitivity

(S/cc)≥5μ≥0.5μ < 5μ

#StructuresAsbestos 

Type(s)

Non 

Asb

Area 

Analyzed

(mm²)

Volume

(Liters)

042115323-0016

1-7-CSR Floor 1 - Contract Storage 

Room

 1252.22 0.0630 0 None Detected 0 0 0.0049 <16.00 <0.0049

042115323-0017

U-1-East Wall Floor U - East Wall  1252.22 0.0630 0 None Detected 0 0 0.0049 <16.00 <0.0049

042115323-0018

Analyst(s)

Mindy Le (18)
Samantha Rundstrom, Laboratory Manager

or other approved signatory

EMSL maintains liability limited to cost of analysis . Interpretation and use of test results are the responsibility of the client. This report relates only to the samples reported above, and may not be 

reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or analytical method limitations . The report reflects the samples as received. 

Results are generated from the field sampling data (sampling volumes and areas, locations, etc.) provided by the client on the Chain of Custody. Samples are within quality control criteria and met 

method specifications unless otherwise noted. This report must not be used to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. Results 

reported in structures/cm3 are not covered by the laboratory' s NVLAP accreditation. Measurement of uncertainty available upon request.

Samples analyzed by LA Testing Huntington Beach, CA NVLAP Lab Code 101384-0

Initial report from: 06/30/2021 10:20 AM

ASB_TEMAHERA_0004_0001 Printed: 6/30/2021 10:20:31AM Page 2 of 2
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EMSL Analytical, Inc.
200 Route 130 North Cinnaminson, NJ  08077

Tel/Fax: (800) 220-3675 / (856) 786-5974

http://www.EMSL.com / cinnasblab@EMSL.com

EMSL Order: 042115326

Customer ID: EAFI66A

Customer PO: 020.01474

Project ID:

Attention: Lynda McDermott Phone: (978) 688-3736

USPHS/Federal Occupational Health Fax:

JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM

Room E-110 Analysis Date: 06/30/2021

Boston, MA  02203 Collected Date: 06/23/2021

608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA / FOH Chet Holifield 

Quarterly Air Sampling Project / Federal Building

Project:

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by 

EPA 40 CFR  Part 763 Appendix A to Subpart E

Sample Location

Asbestos

Concentration

(S/cc)(S/mm²)

Analytical 

Sensitivity

(S/cc)≥5μ≥0.5μ < 5μ

#StructuresAsbestos 

Type(s)

Non 

Asb

Area 

Analyzed

(mm²)

Volume

(Liters)

1-18-1600 Floor 1 - IRS Conference 

Room South Wall

 1451.85 0.0630 2 None Detected 0 0 0.0042 <16.00 <0.0042

042115326-0001

3-49-3156 Floor 3 - IRS 3156 South 

Wall next to Cabinet 346

 1357.61 0.0630 0 None Detected 0 0 0.0045 <16.00 <0.0045

042115326-0002

3-52-3361 Floro 3 - IRS Room 3361B 

Conference Room

 1328.61 0.0630 0 None Detected 0 0 0.0046 <16.00 <0.0046

042115326-0003

3-50-3208 Floor 3 - IRS 3208 

Interview Room 30

 1292.97 0.0630 0 None Detected 0 0 0.0047 <16.00 <0.0047

042115326-0004

3-62-3108 Floor 3 - IRS 3108 next to 

Refrigerator

 1311.38 0.0630 0 None Detected 0 0 0.0047 <16.00 <0.0047

042115326-0005

4-63-4404 Floor 4 - IRS 4404 Copy 

Room

 1255.39 0.0630 0 None Detected 0 0 0.0049 <16.00 <0.0049

042115326-0006

4-64-4404 Floor 4 - IRS 4404 Cubical 

044242

 1220.16 0.0756 0 None Detected 0 0 0.0042 <13.00 <0.0042

042115326-0007

4-65-Corridor 4th 

Floor

Floor 4 - 4-Corridor 4th 

Floor next Elevators

 1199.26 0.0756 0 None Detected 0 0 0.0042 <13.00 <0.0042

042115326-0008

4-66-GSA Floor 4 - GSA Cubical next 

to Copy Room

 1181.40 0.0756 0 None Detected 0 0 0.0043 <13.00 <0.0043

042115326-0009

1-26-1600 Floor 1 - Column 1-A-13 

between Tables

 1151.28 0.0756 0 None Detected 0 0 0.0044 <13.00 <0.0044

042115326-0010

3-61-Corridor 3rd 

Floor

Floor 3 - 3-61-Corridor 3rd 

Floor across Room 3315

 1330.42 0.0630 0 None Detected 0 0 0.0046 <16.00 <0.0046

042115326-0011

3-58-Childcare 

Kitchen

Floor 3 - Childcare Kitchen 

next to Cabinet

 1305.39 0.0630 0 None Detected 0 0 0.0047 <16.00 <0.0047

042115326-0012

3-59-Childcare 

Staff Room

Floor 3 - Childcare Staff 

Room next to Refrigerator

 1261.65 0.0630 0 None Detected 0 0 0.0048 <16.00 <0.0048

042115326-0013

3-56-Kids Camp Floor 3 - Childcare Kids 

Camp Staff Cubical

 1259.52 0.0630 0 None Detected 0 0 0.0049 <16.00 <0.0049

042115326-0014

3-57-Vacant 

Office 3406

Floor 3 - Vacant Office 

Space 3406 South Wall

 1230.00 0.0630 0 None Detected 0 0 0.0050 <16.00 <0.0050

042115326-0015

Initial report from: 06/30/2021 12:15 PM

ASB_TEMAHERA_0004_0001 Printed: 6/30/2021 12:15:15PM Page 1 of 2
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EMSL Analytical, Inc.
200 Route 130 North Cinnaminson, NJ  08077

Tel/Fax: (800) 220-3675 / (856) 786-5974

http://www.EMSL.com / cinnasblab@EMSL.com

EMSL Order: 042115326

Customer ID: EAFI66A

Customer PO: 020.01474

Project ID:

Attention: Lynda McDermott Phone: (978) 688-3736

USPHS/Federal Occupational Health Fax:

JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM

Room E-110 Analysis Date: 06/30/2021

Boston, MA  02203 Collected Date: 06/23/2021

608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA / FOH Chet Holifield 

Quarterly Air Sampling Project / Federal Building

Project:

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by 

EPA 40 CFR  Part 763 Appendix A to Subpart E

Sample Location

Asbestos

Concentration

(S/cc)(S/mm²)

Analytical 

Sensitivity

(S/cc)≥5μ≥0.5μ < 5μ

#StructuresAsbestos 

Type(s)

Non 

Asb

Area 

Analyzed

(mm²)

Volume

(Liters)

3-54-Vacant 

Room 3455

Floor 3 - Vacant Room 

3455 East Wall

 1186.45 0.0756 0 None Detected 0 0 0.0043 <13.00 <0.0043

042115326-0016

3-55-Open Room 

3513

Floor 3 - Open Room 3513 

North Wall next to Exit

 1132.16 0.0756 0 None Detected 0 0 0.0045 <13.00 <0.0045

042115326-0017

3-53-Room 3501 Floor 3 - IRS Room 3501 

Suite 03-3773

 1032.15 0.0756 0 None Detected 0 0 0.0049 <13.00 <0.0049

042115326-0018

3-51-Vacant 

Room 3210

Floor 3 - Vacant Room 

3210 Second Office North 

Wall

 1073.10 0.0756 0 None Detected 0 0 0.0047 <13.00 <0.0047

042115326-0019

Analyst(s)

Jeffrey Deboo (19)
Samantha Rundstrom, Laboratory Manager

or other approved signatory

EMSL maintains liability limited to cost of analysis . Interpretation and use of test results are the responsibility of the client. This report relates only to the samples reported above, and may not be 

reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or analytical method limitations . The report reflects the samples as received. 

Results are generated from the field sampling data (sampling volumes and areas, locations, etc.) provided by the client on the Chain of Custody. Samples are within quality control criteria and met 

method specifications unless otherwise noted. This report must not be used to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. Results 

reported in structures/cm3 are not covered by the laboratory' s NVLAP accreditation. Measurement of uncertainty available upon request.

Samples analyzed by LA Testing Huntington Beach, CA NVLAP Lab Code 101384-0

Initial report from: 06/30/2021 12:15 PM

ASB_TEMAHERA_0004_0001 Printed: 6/30/2021 12:15:15PM Page 2 of 2
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EMSL Analytical, Inc.
200 Route 130 North Cinnaminson, NJ  08077

Tel/Fax: (800) 220-3675 / (856) 786-5974

http://www.EMSL.com / cinnasblab@EMSL.com

EMSL Order: 042115330

Customer ID: EAFI66A

Customer PO: 020.01474

Project ID:

Attention: Lynda McDermott Phone: (978) 688-3736

USPHS/Federal Occupational Health Fax:

JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM

Room E-110 Analysis Date: 06/30/2021

Boston, MA  02203 Collected Date: 06/22/2021

608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA / FOH Chet Holifield 

Quarterly Air Sampling Project / Federal Building

Project:

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by 

EPA 40 CFR  Part 763 Appendix A to Subpart E

Sample Location

Asbestos

Concentration

(S/cc)(S/mm²)

Analytical 

Sensitivity

(S/cc)≥5μ≥0.5μ < 5μ

#StructuresAsbestos 

Type(s)

Non 

Asb

Area 

Analyzed

(mm²)

Volume

(Liters)

1-23-1610 Floor 1 - CIS CSC 1610 

Column G12

 1326.76 0.0655 1 None Detected 0 0 0.0044 <15.00 <0.0044

042115330-0001

1-8-1260A Floor 1 - CIS CSC RM 

1260A 12124

 1311.86 0.0655 0 None Detected 0 0 0.0045 <15.00 <0.0045

042115330-0002

1-10-1210 Floor 1 - CIS CSC RM 

1210

 1259.69 0.0655 0 None Detected 0 0 0.0047 <15.00 <0.0047

042115330-0003

1-12-1580 Floor 1 - CIS CSC RM 

1580 Office 13455

 1205.40 0.0655 0 None Detected 0 0 0.0049 <15.00 <0.0049

042115330-0004

1-9-1580 Floor 1 - CIS CSC RM1580 

Office 13008

 1201.53 0.0655 0 None Detected 0 0 0.0049 <15.00 <0.0049

042115330-0005

1-13-1580 Floor 1 - CIS CSC RM 

1580 Office 13002

 1165.23 0.0786 0 None Detected 0 0 0.0042 <13.00 <0.0042

042115330-0006

Volume less than 1200: 70 structure rule does not apply.

1-14-1700 Floor 1 - CIS SCS RM 

1700 adjacent to Cubicle 

17009

 1182.78 0.0655 0 None Detected 0 0 0.0050 <15.00 <0.0050

042115330-0007

Volume less than 1200: 70 structure rule does not apply.

1-16-Corridor Floor 1 - Corridor - 

Between Column 

1X16-1W16

 1170.68 0.0786 0 None Detected 0 0 0.0042 <13.00 <0.0042

042115330-0008

Volume less than 1200: 70 structure rule does not apply.

2-45-2300 Floor 2 - CIS CSC 2300 

WS 23007

 1457.27 0.0655 0 None Detected 0 0 0.0040 <15.00 <0.0040

042115330-0009

2-46-2300 Floor 2 - CIS CSC Room 

2300 Aisle A24

 1338.24 0.0655 0 None Detected 0 0 0.0044 <15.00 <0.0044

042115330-0010

2-47-2100 Floor 2 - CIS CSC Room 

2100 Gym SE Corner

 1337.81 0.0655 1 None Detected 0 0 0.0044 <15.00 <0.0044

042115330-0011

2-19-2101 Floor 2 - CIS CSC Room 

2101 Cubicle 21066

 1206.02 0.0655 0 None Detected 0 0 0.0049 <15.00 <0.0049

042115330-0012

2-29-CIS Space 

Mech. RM

Floor 2 - CIS CSC 

Mechanical Room

 1215.20 0.0655 1 None Detected 0 0 0.0048 <15.00 <0.0048

042115330-0013

Initial report from: 06/30/2021 15:26 PM

ASB_TEMAHERA_0004_0001 Printed: 6/30/2021  3:26:22PM Page 1 of 2



EMSL Analytical, Inc.
200 Route 130 North Cinnaminson, NJ  08077

Tel/Fax: (800) 220-3675 / (856) 786-5974

http://www.EMSL.com / cinnasblab@EMSL.com

EMSL Order: 042115330

Customer ID: EAFI66A

Customer PO: 020.01474

Project ID:

Attention: Lynda McDermott Phone: (978) 688-3736

USPHS/Federal Occupational Health Fax:

JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM

Room E-110 Analysis Date: 06/30/2021

Boston, MA  02203 Collected Date: 06/22/2021

608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA / FOH Chet Holifield 

Quarterly Air Sampling Project / Federal Building

Project:

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by 

EPA 40 CFR  Part 763 Appendix A to Subpart E

Sample Location

Asbestos

Concentration

(S/cc)(S/mm²)

Analytical 

Sensitivity

(S/cc)≥5μ≥0.5μ < 5μ

#StructuresAsbestos 

Type(s)

Non 

Asb

Area 

Analyzed

(mm²)

Volume

(Liters)

2-30-2100 Floor 2 - CIS CSC RM 

2100 Fl Matador 

Conference RM 21205

 1215.82 0.0655 0 None Detected 0 0 0.0048 <15.00 <0.0048

042115330-0014

2-31-2126 Floor 2 - CIS CSC EM 

2126 Cubicle 21425

 1236.69 0.0655 0 None Detected 0 0 0.0048 <15.00 <0.0048

042115330-0015

3-60-3251 Floor 3 - CIS CSC RM 

3251 adjacent Office 

32509

 1215.82 0.0655 0 None Detected 0 0 0.0048 <15.00 <0.0048

042115330-0016

3-15-3106D Floor 3 - CIS Facilities RM 

3106D adjacent Office to 

Entry

 1217.68 0.0655 0 None Detected 0 0 0.0048 <15.00 <0.0048

042115330-0017

Analyst(s)

Feng Liang (17)
Samantha Rundstrom, Laboratory Manager

or other approved signatory

EMSL maintains liability limited to cost of analysis . Interpretation and use of test results are the responsibility of the client. This report relates only to the samples reported above, and may not be 

reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or analytical method limitations . The report reflects the samples as received. 

Results are generated from the field sampling data (sampling volumes and areas, locations, etc.) provided by the client on the Chain of Custody. Samples are within quality control criteria and met 

method specifications unless otherwise noted. This report must not be used to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. Results 

reported in structures/cm3 are not covered by the laboratory' s NVLAP accreditation. Measurement of uncertainty available upon request.

Samples analyzed by LA Testing South Pasadena, CA NVLAP Lab Code 200232-0
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EMSL Analytical, Inc.
200 Route 130 North Cinnaminson, NJ  08077

Tel/Fax: (800) 220-3675 / (856) 786-5974

http://www.EMSL.com / cinnasblab@EMSL.com

EMSL Order: 042115332

Customer ID: EAFI66A

Customer PO: 020.01474

Project ID:

Attention: Lynda McDermott Phone: (978) 688-3736

USPHS/Federal Occupational Health Fax:

JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM

Room E-110 Analysis Date: 07/01/2021

Boston, MA  02203 Collected Date: 06/23/2021

608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA / FOH Chet Holifield 

Quarterly Air Sampling Project / Federal Building

Project:

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by 

EPA 40 CFR  Part 763 Appendix A to Subpart E

Sample Location

Asbestos

Concentration

(S/cc)(S/mm²)

Analytical 

Sensitivity

(S/cc)≥5μ≥0.5μ < 5μ

#StructuresAsbestos 

Type(s)

Non 

Asb

Area 

Analyzed

(mm²)

Volume

(Liters)

1-22-DCMA Floor 1 - DCMA Room #8  1453.83 0.0580 0 None Detected 0 0 0.0046 <17.00 <0.0046

042115332-0001

1-3-ICE Floor 1 - ICE near Office 

127

 1409.27 0.0580 0 None Detected 0 0 0.0047 <17.00 <0.0047

042115332-0002

1-6-ICE Floor 1 - ICE Mat Room  1380.39 0.0580 0 None Detected 0 0 0.0048 <17.00 <0.0048

042115332-0003

1-28-ICE Floor 1 - ICE 1540  1525.20 0.0580 0 None Detected 0 0 0.0044 <17.00 <0.0044

042115332-0004

1-4-GSA Floor 1 - GSA Vacant 

Conference

 1423.50 0.0580 0 None Detected 0 0 0.0047 <17.00 <0.0047

042115332-0005

1-5-GSA Floor 1 - GSA 1400A  1296.75 0.0696 0 None Detected 0 0 0.0043 <14.00 <0.0043

042115332-0006

1-2-GSA Floor 1 - GSA 1400 near 

Office Row

 1300.74 0.0696 0 None Detected 0 0 0.0043 <14.00 <0.0043

042115332-0007

1-11-Corridor Floor 1 - Corridor outside 

Room 1006

 1327.73 0.0580 0 None Detected 0 0 0.0050 <17.00 <0.0050

042115332-0008

1-27-Corridor Floor 1 - Corridor outside 

1553

 1285.77 0.0696 0 None Detected 0 0 0.0043 <14.00 <0.0043

042115332-0009

1-17-ICE Floor 1 - ICE 1640C 

Conference Room

 1374.10 0.0580 0 None Detected 0 0 0.0048 <17.00 <0.0048

042115332-0010

7-71-Penthouse Floor 7 - Penthouse Rm C  1342.60 0.0580 0 None Detected 0 0 0.0049 <17.00 <0.0049

042115332-0011

7-72-Penthouse Floor 7 - Penthouse 

outside Elevator Room

 1315.88 0.0696 0 None Detected 0 0 0.0042 <14.00 <0.0042

042115332-0012

5-68-CBP Floor 5 - CBP C-29  1571.20 0.0580 0 None Detected 0 0 0.0042 <17.00 <0.0042

042115332-0013

5-67-Corridor Floor 5 - Corridor outside 

5230

 1256.96 0.0696 0 None Detected 0 0 0.0044 <14.00 <0.0044

042115332-0014

2-32-Corridor Floor 2 - Corridor outside 

2203

 1248.41 0.0696 0 None Detected 0 0 0.0044 <14.00 <0.0044

042115332-0015

2-41-Corridor Floor 2 - Corridor 2-M-22  1239.21 0.0696 0 None Detected 0 0 0.0045 <14.00 <0.0045

042115332-0016

2-38-AHU Floor 2 - AHU - 2.15  1235.43 0.0696 0 None Detected 0 0 0.0045 <14.00 <0.0045

042115332-0017

2-35-CAFE Floor 2 Café - Kitchen  1359.42 0.0580 0 None Detected 0 0 0.0049 <17.00 <0.0049
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EMSL Analytical, Inc.
200 Route 130 North Cinnaminson, NJ  08077

Tel/Fax: (800) 220-3675 / (856) 786-5974

http://www.EMSL.com / cinnasblab@EMSL.com

EMSL Order: 042115332

Customer ID: EAFI66A

Customer PO: 020.01474

Project ID:

Attention: Lynda McDermott Phone: (978) 688-3736

USPHS/Federal Occupational Health Fax:

JFK Federal Building, Government Center Received Date: 06/24/2021 09:15 AM

Room E-110 Analysis Date: 07/01/2021

Boston, MA  02203 Collected Date: 06/23/2021

608300, 2019-2851, 608301 / Chet Holifield FB, 24000 Avila Road, Laguna Niguel, CA / FOH Chet Holifield 

Quarterly Air Sampling Project / Federal Building

Project:

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) Performed by 

EPA 40 CFR  Part 763 Appendix A to Subpart E

Sample Location

Asbestos

Concentration

(S/cc)(S/mm²)

Analytical 

Sensitivity

(S/cc)≥5μ≥0.5μ < 5μ

#StructuresAsbestos 

Type(s)

Non 

Asb

Area 

Analyzed

(mm²)

Volume

(Liters)

042115332-0018

Analyst(s)

Van (Rebecca) Huynh (18)
Samantha Rundstrom, Laboratory Manager

or other approved signatory

EMSL maintains liability limited to cost of analysis. Interpretation and use of test results are the responsibility of the client. This report relates only to the samples reported above, and may not be 

reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for sample collection activities or analytical method limitations. The report reflects the samples as received. 

Results are generated from the field sampling data (sampling volumes and areas, locations, etc.) provided by the client on the Chain of Custody. Samples are within quality control criteria and met 

method specifications unless otherwise noted. This report must not be used to claim product certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government. Results 

reported in structures/cm3 are not covered by the laboratory's NVLAP accreditation. Measurement of uncertainty available upon request.

Samples analyzed by EMSL Analytical, Inc San Leandro, CA NVLAP Lab Code 101048-3, WA C884
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